1 REVISOR 4715.2430

4715.2430 DRAINS BELOW BUILDING SEWER.

Only drains that cannot be discharged to the sewer by gravity flow shall discharge into
an approved watertight, gas-tight vented sump or receiving tank, so located as to receive the
sewage or wastes by gravity. From the sump or receiving tank the sewage or other liquid
wastes shall be lifted and discharged into the building gravity drain by approved automatic

pumping equipment. The system or drainage piping entering the sump shall be installed
and vented as required in this section for a gravity system.
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